Firefighter II

Fire Detection, Alarm, and Suppression Systems

Chapter 16 Quiz 

	Name:
	
	Date:
	


Directions:
Write the correct letter on the blank before each question.


1.
Fixed-temperature heat detectors are relatively expensive. (826)

A.
True

B.
False



2.
Heat detectors rated at 165ºF (76ºC) are common for attics. (827)

A.
True


B.
False



3.
A continuous line detector detects heat over a linear area parallel to the detector. (828)

A.
True


B.
False



4.
Rate-of-rise heat detectors are designed to initiate a signal when the rise in temperature exceeds 12º to 15ºF (-11ºC to -9ºC) in one minute. (829)

A.
True


B.
False



5.
Smoke alarm batteries should be changed once a month. (834)

A.
True


B.
False



6.
Flame detectors are among the most sensitive detectors used to detect fires. (834)

A.
True


B.
False



7.
Automatic alarm systems transmit a signal to an off-site location for the purpose of summoning organized assistance in fighting a fire. (837)

A.
True


B.
False



8.
Remote station systems are used to protect large commercial and industrial buildings, high-rise buildings, and groups of commonly owned buildings in a single location. (838)

A.
True


B.
False



9.
Supervising fire alarm systems are designed to be self-supervising. (840)

A.
True


B.
False



10.
Sprinklers are identified by the residences for which they are to protect. (845)

A.
True


B.
False



11.
Pendant sprinklers extend down from the underside of piping. (846)

A.
True


B.
False



12.
A minimum water supply for a sprinkler system has to deliver the required volume of water to the highest sprinkler in a building at a residual pressure of 15 psi (105 kPa). (850)

A.
True


B.
False



13.
Dry-pipe systems have sloped pipes to help drain the water in the system back toward the main drain. (853)

A.
True


B.
False

Directions:
Write a brief answer to the questions below.

14.
What is the difference between a smoke detector and a smoke alarm? (831-832)

15.
List five of the principle parts of an automatic sprinkler system. (844)



































































































































































































Fire Protection Publications

Chapter Quiz 
Oklahoma State University

16-1

